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SECTION 00 01 15 

LIST OF DRAWING SHEETS 

The drawings listed below accompanying this specification form a part of 

the contract.  

 

Drawing No.    Title        

          

 X-1     COVER SHEET, OVERALL SITE PLAN, & SHEET 

INDEX 

 L-1     ENLARGED SITE PLAN 

 L-2     SECTIONS AND DETAILS 

 

 

- - - END - - - 
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   SECTION 01 33 23 

SHOP DRAWINGS, PRODUCT DATA AND SAMPLES 

 

 

1-1. Refer to Articles titled SPECIFICATIONS AND DRAWINGS FOR CONSTRUCTION 

(FAR 52.236-21) and, SPECIAL NOTES (VAAR 852.236-91), in GENERAL 

CONDITIONS. 

1-2. For the purposes of this contract, samples (including laboratory 

samples to be tested), test reports, certificates, and manufacturers' 

literature and data shall also be subject to the previously referenced 

requirements. The following text refers to all items collectively as 

SUBMITTALS. 

1-3. Submit for approval, all of the items specifically mentioned under the 

separate sections of the specification, with information sufficient to 

evidence full compliance with contract requirements. Materials, 

fabricated articles and the like to be installed in permanent work 

shall equal those of approved submittals. After an item has been 

approved, no change in brand or make will be permitted unless: 

A. Satisfactory written evidence is presented to, and approved by 

Contracting Officer, that manufacturer cannot make scheduled delivery 

of approved item or; 

B. Item delivered has been rejected and substitution of a suitable 

item is an urgent necessity or; 

C. Other conditions become apparent which indicates approval of such 

substitute item to be in best interest of the Government. 

1-4. Forward submittals in sufficient time to permit proper consideration 

and approval action by Government. Time submission to assure adequate 

lead time for procurement of contract - required items. Delays 

attributable to untimely and rejected submittals (including any 

laboratory samples to be tested) will not serve as a basis for 

extending contract time for completion. 

1-5. Submittals will be reviewed for compliance with contract requirements 

by Contracting Officer’s Technical Representative, and action thereon 

will be taken by the COR on behalf of the Contracting Officer. 

1-6. The Government reserves the right to require additional submittals, 

whether or not particularly mentioned in this contract. If additional 
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submittals beyond those required by the contract are furnished pursuant 

to request therefor by Contracting Officer, adjustment in contract 

price and time will be made in accordance with Articles titled CHANGES 

(FAR 52.243-4) and CHANGES - SUPPLEMENT (VAAR 852.236-88) of the 

GENERAL CONDITIONS. 

1-7. Schedules called for in specifications and shown on shop drawings shall 

be submitted for use and information of Department of Veterans Affairs 

and CORr. However, the Contractor shall assume responsibility for 

coordinating and verifying schedules. The Contracting Officer and the 

COR assumes no responsibility for checking schedules or layout drawings 

for exact sizes, exact numbers and detailed positioning of items. 

1-9. Submittals must be submitted by Contractor only and shipped prepaid. 

Contracting Officer assumes no responsibility for checking quantities 

or exact numbers included in such submittals.  

A. Submit samples in single units unless otherwise specified. Submit shop 

drawings, schedules, manufacturers' literature and data, and 

certificates in quadruplicate, except where a greater number is 

specified. 

B. Submittals will receive consideration only when covered by a 

transmittal letter signed by Contractor. Letter shall be sent via first 

class mail and shall contain the list of items, name of the Cemetery, 

name of Contractor, contract number, applicable specification paragraph 

numbers, applicable drawing numbers (and other information required for 

exact identification of location for each item), manufacturer and 

brand, ASTM or Federal Specification Number (if any) and such 

additional information as may be required by specifications for 

particular item being furnished. In addition, catalogs shall be marked 

to indicate specific items submitted for approval. 

1. A copy of letter must be enclosed with items, and any items received 

without identification letter will be considered "unclaimed goods" 

and held for a limited time only. 

2. Each sample, certificate, manufacturers' literature and data shall 

be labeled to indicate the name and location of the Cemetery, name 

of Contractor, manufacturer, brand, contract number and ASTM or 

Federal Specification Number as applicable and location(s) on 

project. 
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3. Required certificates shall be signed by an authorized 

representative of manufacturer or supplier of material, and by 

Contractor.  

C. In addition to complying with the applicable requirements specified in 

preceding Article 1.9, samples which are required to have Laboratory 

Tests (those preceded by symbol "LT" under the separate sections of the 

specification shall be tested, at the expense of Contractor, in a 

commercial laboratory approved by Contracting Officer. 

1. Laboratory shall furnish Contracting Officer with a certificate 

stating that it is fully equipped and qualified to perform intended 

work, is fully acquainted with specification requirements and 

intended use of materials and is an independent establishment in no 

way connected with organization of Contractor or with manufacturer 

or supplier of materials to be tested. 

2. Certificates shall also set forth a list of comparable projects upon 

which laboratory has performed similar functions during past five 

years. 

3. Samples and laboratory tests shall be sent directly to approved 

commercial testing laboratory. 

4. Contractor shall send a copy of transmittal letter to both the COR 

and to the Memorial Service Network III Engineer simultaneously with 

submission of material to a commercial testing laboratory. 

5. Laboratory test reports shall be sent directly to COR Engineer for 

appropriate action. 

6. Laboratory reports shall list contract specification test 

requirements and a comparative list of the laboratory test results. 

When tests show that the material meets specification requirements, 

the laboratory shall so certify on test report. 

7. Laboratory test reports shall also include a recommendation for 

approval or disapproval of tested item. 

D. If submittal samples have been disapproved, resubmit new samples as 

soon as possible after notification of disapproval. Such new samples 

shall be marked "Resubmitted Sample" in addition to containing other 

previously specified information required on label and in transmittal 

letter. 
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E. Approved samples will be kept on file by the COR at the site until 

completion of contract, at which time such samples will be delivered to 

Contractor as Contractor's property. Where noted in technical sections 

of specifications, approved samples in good condition may be used in 

their proper locations in contract work. At completion of contract, 

samples that are not approved will be returned to Contractor only upon 

request and at Contractor's expense. Such request should be made prior 

to completion of the contract. Disapproved samples that are not 

requested for return by Contractor will be discarded after completion 

of contract. 

F. Submittal drawings (shop, erection or setting drawings) and schedules, 

required for work of various trades, shall be checked before submission 

by technically qualified employees of Contractor for accuracy, 

completeness and compliance with contract requirements. These drawings 

and schedules shall be stamped and signed by Contractor certifying to 

such check. 

1. For each drawing required, submit one legible photographic paper or 

vellum reproducible. 

2. Reproducible shall be full size. 

3. Each drawing shall have marked thereon, proper descriptive title, 

including the Cemetery location, project number, manufacturer's 

number, reference to contract drawing number, detail Section Number, 

and Specification Section Number. 

4. A space 4-3/4 by 5 inches shall be reserved on each drawing to 

accommodate approval or disapproval stamp. 

5. Submit drawings, ROLLED WITHIN A MAILING TUBE, fully protected for 

shipment. 

6. One reproducible print of approved or disapproved shop drawings will 

be forwarded to Contractor. 

7. When work is directly related and involves more than one trade, shop 

drawings shall be submitted to the COR and Memorial Service Network 

(MSN)III Engineer under one cover. 

1-10. Samples (except laboratory samples), shop drawings, test reports, 

certificates and manufacturers' literature and data, shall be 

submitted for approval to the COR at the Fort Bliss National 

Cemetery. 
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1-11. At the time of transmittal to the COR, the Contractor shall also send a 

copy of the complete submittal directly to the Memorial Service Network 

(MSN)III Engineer. 

 

- - - E N D - - - 
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SECTION 01 45 29 

TESTING LABORATORY SERVICES 

 

PART 1 - GENERAL 

1.1 DESCRIPTION: 

 This section specifies materials testing activities and inspection 

services required during project construction to be provided by a 

Testing Laboratory retained and paid for by Contractor. 

 

1.2 APPLICABLE PUBLICATIONS: 

A. The publications listed below form a part of this specification to the 

extent referenced. The publications are referred to in the text by the 

basic designation only. 

 

B. American Association of State Highway and Transportation Officials 

(AASHTO): 

T27-06..................Sieve Analysis of Fine and Coarse Aggregates 

T96-02 (R2006)..........Resistance to Degradation of Small-Size Coarse 

Aggregate by Abrasion and Impact in the Los 

Angeles Machine 

T99-01 (R2004)..........The Moisture-Density Relations of Soils Using a 

2.5 Kg (5.5 lb.) Rammer and a 305 mm (12 in.) 

Drop 

T104-99 (R2003).........Soundness of Aggregate by Use of Sodium Sulfate 

or Magnesium Sulfate 

T180-01 (R2004).........Moisture-Density Relations of Soils using a 

4.54 kg (10 lb.) Rammer and a 457 mm (18 in.) 

Drop 

T191-02(R2006)..........Density of Soil In-Place by the Sand-Cone 

Method 

 

C. American Society for Testing and Materials (ASTM): 

C1077-06................Laboratories Testing Concrete and Concrete 

Aggregates for Use in Construction and Criteria 

for Laboratory Evaluation 
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D698-07.................Laboratory Compaction Characteristics of Soil 

Using Standard Effort 

D1188-07................Bulk Specific Gravity and Density of Compacted 

Bituminous Mixtures Using Paraffin-Coated 

Specimens 

D1556-07................Density and Unit Weight of Soil in Place by the 

Sand-Cone Method 

D1557-07................Laboratory Compaction Characteristics of Soil 

Using Modified Effort 

D2166-06................Unconfined Compressive Strength of Cohesive 

Soil 

D2167-94(R2001).........Density and Unit Weight of Soil in Place by the 

Rubber Balloon Method 

D2216-05................Laboratory Determination of Water (Moisture) 

Content of Soil and Rock by Mass 

D2922-05................Density of soil and Soil-Aggregate in Place by 

Nuclear Methods (Shallow Depth) 

D3666-(2002)............Minimum Requirements for Agencies Testing and 

Inspection Bituminous Paving Materials 

D3740-07................Minimum Requirements for Agencies Engaged in 

the Testing and Inspecting Road and Paving 

Material  

E94-04..................Radiographic Testing 

E329-07.................Agencies Engaged in Construction Inspection 

and/or Testing 

E543-06.................Agencies Performing Non-Destructive Testing 

 

1.3 REQUIREMENTS: 

A. Accreditation Requirements: Construction materials testing laboratories 

must be accredited by a laboratory accreditation authority and will be 

required to submit a copy of the Certificate of Accreditation and Scope 

of Accreditation. The laboratory’s scope of accreditation must include 

the appropriate ASTM standards (i.e.; E 329, C 1077, D 3666, D3740, A 

880, E 543) listed in the technical sections of the specifications. 

Laboratories engaged in Hazardous Materials Testing shall meet the 

requirements of OSHA and EPA. The policy applies to the specific 
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laboratory performing the actual testing, not just the “Corporate 

Office.” 

 

B. Inspection and Testing: Testing laboratory shall inspect materials and 

workmanship and perform tests described herein and additional tests 

requested by COR. When it appears materials furnished, or work 

performed by the Contractor fail to meet construction contract 

requirements, Testing Laboratory shall direct attention of COR to such 

failure. 

 

C. Written Reports: Testing laboratory shall submit test reports to COR, 

Contractor, unless other arrangements are agreed to in writing by the 

COR. Submit reports of tests that fail to meet construction contract 

requirements on colored paper. 

 

D. Verbal Reports: Give verbal notification to COR immediately of any 

irregularity. 

 

PART 2 - PRODUCTS (NOT USED) 

 

PART 3 - EXECUTION 

3.1 EARTHWORK: 

A. General: The Testing Laboratory shall provide qualified personnel, 

materials, equipment, and transportation as required to perform the 

services identified/required herein, within the agreed to schedule 

and/or time frame. The work to be performed shall be as identified 

herein and shall include but not be limited to the following: 

1. Observe fill and subgrades during proof-rolling to evaluate 

suitability of surface material to receive fill or base course. 

Provide recommendations to the COR regarding suitability or 

unsuitability of areas where proof-rolling was observed. Where 

unsuitable results are observed, witness excavation of unsuitable 

material and recommend to COR extent of removal and replacement of 

unsuitable materials and observe proof-rolling of replaced areas 

until satisfactory results are obtained. 
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2. Provide part time observation of fill placement and compaction and 

field density testing in pavement areas to verify that earthwork 

compaction obtained is in accordance with contract documents. 

3. Provide supervised geotechnical technician to inspect excavation, 

subsurface preparation, and backfill for structural fill. 

 

B. Testing Compaction: 

1. Determine maximum density and optimum moisture content for each type 

of fill, backfill and subgrade material used, in compliance with  

ASTM D698. 

2. Make field density tests in accordance with the primary testing 

method following ASTM D2922 wherever possible. Field density tests 

utilizing ASTM D1556 shall be utilized on a case by case basis only 

if there are problems with the validity of the results from the 

primary method due to specific site field conditions. Should the 

testing laboratory propose these alternative methods, they should 

provide satisfactory explanation to the COR before the tests are 

conducted. 

a. Pavement Subgrade: One test for each 335 m2 (400 square yards), 

but in no case fewer than two tests. 

 

3.2 ASPHALT CONCRETE PAVING: 

A. Aggregate Base Course: 

1. Determine maximum density and optimum moisture content for aggregate 

base material in accordance with ASTM D1557, Method D.  

2. Make a minimum of three field density tests on each day's final 

compaction on each aggregate course in accordance with ASTM D1556. 

3. Sample and test aggregate as necessary to insure compliance with 

specification requirements for gradation, wear, and soundness as 

specified in the applicable state highway standards and 

specifications. 

 

B. Asphalt Concrete: 

1. Aggregate: Sample and test aggregates in stock pile and hot-bins as 

necessary to insure compliance with specification requirements for 

gradation (AASHTO T27), wear (AASHTO T96), and soundness (AASHTO 

T104). 
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2. Temperature: Check temperature of each load of asphalt concrete at 

mixing plant and at site of paving operation. 

3. Density: Make a minimum of two field density tests in accordance 

with ASTM D1188 of asphalt base and surface course for each day's 

paving operation. 

 

3.8 TYPE OF TEST: 

 Approximate 

 Number of 

 Tests 

 Required 

A. Earthwork: 

 Laboratory Compaction Test, Soils:(ASTM D698)      0      

 Field Density, Soils (AASHTO T191, T205, or T238)     5  

 Penetration Test, Soils          0  

 

B. Landscaping: 

 Topsoil Test           0  

 

C. Aggregate Base: 

 *Laboratory Compaction, (ASTM D1557)       5  

 Field Density,(ASTM D1556)         5  

      *Gradation (AASHTO T27)          2  

 

D. Asphalt Concrete: 

 Field Density, (AASHTO T230)         5 

 Aggregate, Asphalt Concrete 

 *Gradation (AASHTO T27)          2  

 

E. Inspection: 

 Technical Personnel (Man-days)      As-

Required 

 

 (*or Certificate by TXDOT of product approval.) 

 

- - - E N D - - - 
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SECTION 01 57 19 

TEMPORARY ENVIRONMENTAL CONTROLS 

 

EP-1. DESCRIPTION 

A. This section specifies the control of environmental pollution and 

damage that the Contractor must consider for air, water, and land 

resources. It includes management of visual aesthetics, noise, solid 

waste, radiant energy, and radioactive materials, as well as other 

pollutants and resources encountered or generated by the Contractor. 

The Contractor is obligated to consider specified control measures with 

the costs included within the various contract items of work. 

B. Environmental pollution and damage is defined as the presence of 

chemical, physical, or biological elements or agents which: 

1. Adversely effect human health or welfare, 

2. Unfavorably alter ecological balances of importance to human life, 

3. Effect other species of importance to humankind, or; 

4. Degrade the utility of the environment for aesthetic, cultural, and 

historical purposes. 

C. Definitions of Pollutants:  

1. Chemical Waste: Petroleum products, bituminous materials, salts, 

acids, alkalis, herbicides, pesticides, organic chemicals, and 

inorganic wastes.  

2. Debris: Combustible and noncombustible wastes, such as leaves, tree 

trimmings, ashes, and waste materials resulting from construction or 

maintenance and repair work.  

3. Sediment: Soil and other debris that has been eroded and transported 

by runoff water. 

4. Solid Waste: Rubbish, debris, garbage, and other discarded solid 

materials resulting from industrial, commercial, and agricultural 

operations and from community activities. 

5. Surface Discharge: The term "Surface Discharge" implies that the 

water is discharged with possible sheeting action and subsequent 

soil erosion may occur. Waters that are surface discharged may 

terminate in drainage ditches, storm sewers, creeks, and/or "water 

of the United States" and would require a permit to discharge water 

from the governing agency. 
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6. Rubbish: Combustible and noncombustible wastes such as paper, boxes, 

glass and crockery, metal and lumber scrap, tin cans, and bones. 

7. Sanitary Wastes:  

a. Sewage: Domestic sanitary sewage and human and animal waste.  

b. Garbage: Refuse and scraps resulting from preparation, cooking, 

dispensing, and consumption of food. 

 

EP-2. QUALITY CONTROL  

A. Establish and maintain quality control for the environmental protection 

of all items set forth herein. 

B. Record on daily reports any problems in complying with laws, 

regulations, and ordinances. Note any corrective action taken. 

 

EP-3. REFERENCES 

A. The publications listed below form a part of this specification to the 

extent referenced. The publications are referred to in the text by 

basic designation only. 

B. U.S. National Archives and Records Administration (NARA): 

33 CFR 328..............Definitions 

 

EP-4. SUBMITTALS 

A. In accordance with Section, 01 33 23, SHOP DRAWINGS, PRODUCT DATA, AND 

SAMPLES, furnish the following:  

1. Environmental Protection Plan: After the contract is awarded and 

prior to the commencement of the work, the Contractor shall meet 

with the COR to discuss the proposed Environmental Protection Plan 

and to develop mutual understanding relative to details of 

environmental protection. Not more than 20 days after the meeting, 

the Contractor shall prepare and submit to the COR for approval, a 

written and/or graphic Environmental Protection Plan including, but 

not limited to, the following: 

a. Name(s) of person(s) within the Contractor's organization who is 

(are) responsible for ensuring adherence to the Environmental 

Protection Plan. 

b. Name(s) and qualifications of person(s) responsible for 

manifesting hazardous waste to be removed from the site. 
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C. Name(s) and qualifications of person(s) responsible for training 

the Contractor's environmental protection personnel. 

d. Description of the Contractor's environmental protection 

personnel training program. 

e. A list of Federal, State, and local laws, regulations, and 

permits concerning environmental protection, pollution control, 

noise control and abatement that are applicable to the 

Contractor's proposed operations and the requirements imposed by 

those laws, regulations, and permits. 

f. Methods for protection of features to be preserved within 

authorized work areas including trees, shrubs, vines, grasses, 

ground cover, landscape features, air and water quality, fish and 

wildlife, soil, historical, and archeological and cultural 

resources. 

g. Procedures to provide the environmental protection that comply 

with the applicable laws and regulations. Describe the procedures 

to correct pollution of the environment due to accident, natural 

causes, or failure to follow the procedures as described in the 

Environmental Protection Plan. 

h. Permits, licenses, and the location of the solid waste disposal 

area. 

i. Drawings showing locations of any proposed temporary excavations 

or embankments for haul roads, stream crossings, material storage 

areas, structures, sanitary facilities, and stockpiles of excess 

or spoil materials. Include as part of an Erosion Control Plan 

approved by the District Office of the U.S. Soil Conservation 

Service and the Department of Veterans Affairs. 

j. Environmental Monitoring Plans for the job site including land, 

water, air, and noise. 

k. Work Area Plan showing the proposed activity in each portion of 

the area and identifying the areas of limited use or nonuse. Plan 

should include measures for marking the limits of use areas. This 

plan may be incorporated within the Erosion Control Plan.  

B. Approval of the Contractor's Environmental Protection Plan will not 

relieve the Contractor of responsibility for adequate and continued 

control of pollutants and other environmental protection measures.  
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EP-5. PROTECTION OF ENVIRONMENTAL RESOURCES 

A. Protect environmental resources within the project boundaries and those 

affected outside the limits of permanent work during the entire period 

of this contract. Confine activities to areas defined by the 

specifications and drawings. 

B. Protection of Land Resources: Prior to construction, identify all land 

resources to be preserved within the work area. Do not remove, cut, 

deface, injure, or destroy land resources including trees, shrubs, 

vines, grasses, top soil, and land forms without permission from the 

COR. Do not fasten or attach ropes, cables, or guys to trees for 

anchorage unless specifically authorized, or where special emergency 

use is permitted. 

1. Work Area Limits: Prior to any construction, mark the areas that 

require work to be performed under this contract. Mark or fence 

isolated areas within the general work area that are to be saved and 

protected. Protect monuments, works of art, and markers before 

construction operations begin. Convey to all personnel the purpose 

of marking and protecting all necessary objects. 

2. Protection of Landscape: Protect trees, shrubs, vines, grasses, land 

forms, and other landscape features shown on the drawings to be 

preserved by marking, fencing, or using any other approved 

techniques. 

a. Box and protect from damage existing trees and shrubs to remain 

on the construction site. 

b. Immediately repair all damage to existing trees and shrubs by 

trimming, cleaning, and painting with antiseptic tree paint.  

c. Do not store building materials or perform construction 

activities closer to existing trees or shrubs than the farthest 

extension of their limbs. 

3. Reduction of Exposure of Unprotected Erodible Soils: Plan and 

conduct earthwork to minimize the duration of exposure of 

unprotected soils. Clear areas in reasonably sized increments only 

as needed to use. Form earthwork to final grade as shown. 

Immediately protect side slopes and back slopes upon completion of 

rough grading. 
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4. Temporary Protection of Disturbed Areas: Construct diversion 

ditches, benches, and berms to retard and divert runoff from the 

construction site to protected drainage areas approved under 

paragraph 208 of the Clean Water Act. 

a. Sediment Basins: Trap sediment from construction areas in 

temporary or permanent sediment basins that accommodate the 

runoff of a local 25 (design year) storm. After each storm, pump 

the basins dry and remove the accumulated sediment. Control 

overflow/drainage with paved weirs or by vertical overflow pipes, 

draining from the surface. 

b. Reuse or conserve the collected topsoil sediment as directed by 

the COR. Topsoil use and requirements are specified in Section 31 

20 00, EARTH MOVING. 

c. Institute effluent quality monitoring programs as required by 

Federal, State, and local environmental agencies. 

5. Erosion and Sedimentation Control Devices: The erosion and sediment 

controls selected and maintained by the Contractor shall be such 

that water quality standards are not violated as a result of the 

Contractor's activities. Construct or install all temporary and 

permanent erosion and sedimentation control features shown on the 

Environmental Protection Plan.  Maintain temporary erosion and 

sediment control measures such as berms, dikes, drains, 

sedimentation basins, grassing, and mulching, until permanent 

drainage and erosion control facilities are completed and operative. 

6. Manage borrow areas on and off Government property to minimize 

erosion and to prevent sediment from entering nearby water courses 

or lakes. 

7. Manage and control spoil areas on and off Government property to 

prevent erosion of soil or sediment from entering nearby water 

courses or lakes. 

8. Protect adjacent areas from despoilment by temporary excavations and 

embankments. 

9. Handle and dispose of solid wastes in such a manner that will 

prevent contamination of the environment. Place solid wastes 

(excluding clearing debris) in containers that are emptied on a 

regular schedule. Transport all solid waste off Government property 
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and dispose of waste in compliance with Federal, State, and local 

requirements. 

10. Store chemical waste away from the work areas in corrosion resistant 

containers and dispose of waste in accordance with Federal, State, 

and local regulations. 

11. Handle discarded materials other than those included in the solid 

waste category as directed by the COR. 

C. Protection of Water Resources: Keep construction activities under 

surveillance, management, and control to avoid pollution of surface and 

ground waters and sewer systems. Implement management techniques to 

control water pollution by the listed construction activities that are 

included in this contract. 

1. Washing and Curing Water: Do not allow wastewater directly derived 

from construction activities to enter water areas. Collect and place 

wastewater in retention ponds allowing the suspended material to 

settle, the pollutants to separate, or the water to evaporate.  

2. Control movement of materials and equipment at stream crossings 

during construction to prevent violation of water pollution control 

standards of the Federal, State, or local government.  

3. Monitor water areas affected by construction.  

D. Protection of Fish and Wildlife Resources: Keep construction activities 

under surveillance, management, and control to minimize interference 

with, disturbance of, or damage to fish and wildlife. Prior to 

beginning construction operations, list species that require specific 

attention along with measures for their protection.  

E. Protection of Air Resources: Keep construction activities under 

surveillance, management, and control to minimize pollution of air 

resources. Burning is not permitted on the job site. Keep activities, 

equipment, processes, and work operated or performed, in strict 

accordance with the State of Missouri – Department of Natural Resources 

and Federal emission and performance laws and standards. Maintain 

ambient air quality standards set by the Environmental Protection 

Agency, for those construction operations and activities specified. 

1. Particulates: Control dust particles, aerosols, and gaseous by-

products from all construction activities, processing, and 

preparation of materials (such as from asphaltic batch plants) at 
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all times, including weekends, holidays, and hours when work is not 

in progress. 

2. Particulates Control: Maintain all excavations, stockpiles, haul 

roads, permanent and temporary access roads, plant sites, spoil 

areas, borrow areas, and all other work areas within or outside the 

project boundaries free from particulates which would cause a hazard 

or a nuisance. Sprinklering, chemical treatment of an approved type, 

light bituminous treatment, baghouse, scrubbers, electrostatic 

precipitators, or other methods are permitted to control 

particulates in the work area. 

3. Hydrocarbons and Carbon Monoxide: Control monoxide emissions from 

equipment to Federal and State allowable limits. 

4. Odors: Control odors of construction activities and prevent 

obnoxious odors from occurring. 

F. Reduction of Noise: Minimize noise using every action possible. Perform 

noise-producing work in less sensitive hours of the day or week as 

directed by the COR. Maintain noise-produced work at or below the 

decibel levels and within the time periods specified.  

1. Perform construction activities involving repetitive, high-level 

impact noise only between 8:00 a.m. and 6:00 p.m. unless otherwise 

permitted by local ordinance or the COR. Repetitive impact noise on 

the property shall not exceed the following dB limitations:  

Time Duration of Impact Noise Sound Level in dB  

More than 12 minutes in any hour 70  

Less than 30 seconds of any hour 85  

Less than three minutes of any hour 80  

Less than 12 minutes of any hour 75  

 

2. Provide sound-deadening devices on equipment and take noise 

abatement measures that are necessary to comply with the 

requirements of this contract, consisting of, but not limited to, 

the following:  

a. Maintain maximum permissible construction equipment noise levels 

at 15 m (50 feet) (dBA): 

EARTHMOVING MATERIALS HANDLING 
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FRONT LOADERS 75 CONCRETE MIXERS 75 

BACKHOES 75 CONCRETE PUMPS 75 

DOZERS 75 CRANES 75 

TRACTORS 75 DERRICKS IMPACT 75 

SCAPERS 80 PILE DRIVERS 95 

GRADERS 75 JACK HAMMERS 75 

TRUCKS 75 ROCK DRILLS 80 

PAVERS, 

STATIONARY 

80 PNEUMATIC TOOLS 80 

PUMPS 75 BLASTING -- 

GENERATORS 75 SAWS 75 

COMPRESSORS 75 VIBRATORS 75 

 

b. Use shields or other physical barriers to restrict noise 

transmission.  

c. Provide soundproof housings or enclosures for noise-producing 

machinery.  

d. Use efficient silencers on equipment air intakes. 

e. Use efficient intake and exhaust mufflers on internal combustion 

engines that are maintained so equipment performs below noise 

levels specified.  

f. Line hoppers and storage bins with sound deadening material. 

g. Conduct truck loading, unloading, and hauling operations so that 

noise is kept to a minimum.  

3. Measure sound level for noise exposure due to the construction at 

least once every five successive working days while work is being 

performed above 55 dB(A) noise level. Measure noise exposure at the 

property line or 50 feet from the noise source, whichever is 

greater. Measure the sound levels on the A weighing network of a 

General Purpose sound level meter at slow response. To minimize the 

effect of reflective sound waves at buildings, take measurements at 

three to six feet in front of any building face. Submit the recorded 

information to the COR noting any problems and the alternatives for 

mitigating actions.  

G. Restoration of Damaged Property: If any direct or indirect damage is 

done to public or private property resulting from any act, omission, 
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neglect, or misconduct, the Contractor shall restore the damaged 

property to a condition equal to that existing before the damage at no 

additional cost to the Government. Repair, rebuild, or restore property 

as directed or make good such damage in an acceptable manner. 

H. Final Clean-up: On completion of project and after removal of all 

debris, rubbish, and temporary construction, Contractor shall leave the 

construction area in a clean condition satisfactory to the COR. 

Cleaning shall include off the station disposal of all items and 

materials not required to be salvaged, as well as all debris and 

rubbish resulting from demolition and new work operations. 

 

- - - E N D - - - 
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SECTION 01 74 19 

CONSTRUCTION WASTE MANAGEMENT 

PART 1 – GENERAL 

1.1 DESCRIPTION 

A. This section specifies the requirements for the management of non-

hazardous building construction and demolition waste. 

B. Waste disposal in landfills shall be minimized to the greatest extent 

possible. Of the inevitable waste that is generated, as much of the 

waste material as economically feasible shall be salvaged, recycled or 

reused. 

C. Contractor shall use all reasonable means to divert construction and 

demolition waste from landfills and incinerators, and facilitate their 

salvage and recycle not limited to the following: 

1. Waste Management Plan development and implementation. 

2. Techniques to minimize waste generation. 

3. Sorting and separating of waste materials. 

4. Salvage of existing materials and items for reuse or resale. 

5. Recycling of materials that cannot be reused or sold. 

D. At a minimum the following waste categories shall be diverted from 

landfills: 

1. Soil. 

2. Inerts (eg, concrete, masonry and asphalt). 

3. Clean dimensional wood and palette wood. 

4. Green waste (biodegradable landscaping materials). 

5. Engineered wood products (plywood, particle board and I-joists, 

etc). 

6. Metal products (eg, steel, wire, beverage containers, etc). 

7. Cardboard, paper and packaging. 

8. Bitumen roofing materials. 

9. Plastics (eg, ABS, PVC). 

10. Carpet and/or pad. 

11. Gypsum board. 

12. Insulation. 

13. Paint. 
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1.2 RELATED WORK 

A. Section 01 00 00, GENERAL REQUIREMENTS. 

1.3 QUALITY ASSURANCE  

A. Contractor shall practice efficient waste management when sizing, 

cutting and installing building products. Processes shall be employed 

to ensure the generation of as little waste as possible. Construction 

/Demolition waste includes products of the following: 

1. Excess or unusable construction materials. 

2. Packaging used for construction products. 

3. Poor planning and/or layout. 

4. Construction error. 

5. Over ordering. 

6. Weather damage. 

7. Contamination. 

8. Mishandling. 

9. Breakage. 

B. Establish and maintain the management of non-hazardous building 

construction and demolition waste set forth herein. Conduct a site 

assessment to estimate the types of materials that will be generated by 

demolition and construction. 

C. Contractor shall develop and implement procedures to reuse and recycle 

new materials to a minimum of 50 percent. 

D. Contractor shall be responsible for implementation of any special 

programs involving rebates or similar incentives related to recycling. 

Any revenues or savings obtained from salvage or recycling shall accrue 

to the contractor. 

E. Contractor shall provide all demolition, removal and legal disposal of 

materials. Contractor shall ensure that facilities used for recycling, 

reuse and disposal shall be permitted for the intended use to the 

extent required by local, state, federal regulations. The Whole 

Building Design Guide website http://www.wbdg.org provides a 

Construction Waste Management Database that contains information on 

companies that haul. Collect, and process recyclable debris from 

construction projects. 

http://www.wbdg.org/
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F. Contractor shall assign a specific area to facilitate separation of 

materials for reuse, salvage, recycling, and return. Such areas are to 

be kept neat and clean and clearly marked in order to avoid 

contamination or mixing of materials. 

G. Contractor shall provide on-site instructions and supervision of 

separation, handling, salvaging, recycling, reuse and return methods to 

be used by all parties during waste generating stages. 

H. Record on daily reports any problems in complying with laws, 

regulations and ordinances with corrective action taken. 

 

1.4 TERMINOLOGY  

A. Class III Landfill: A landfill that accepts non-hazardous resources 

such as household, commercial and industrial waste resulting from 

construction, remodeling, repair and demolition operations.  

B. Clean:  Untreated and unpainted; uncontaminated with adhesives, oils, 

solvents, mastics and like products. 

C. Construction and Demolition Waste: Includes all non-hazardous resources 

resulting from construction, remodeling, alterations, repair and 

demolition operations. 

D. Dismantle: The process of parting out a building in such a way as to 

preserve the usefulness of its materials and components. 

E. Disposal: Acceptance of solid wastes at a legally operating facility 

for the purpose of land filling (includes Class III landfills and inert 

fills). 

F. Inert Backfill Site: A location, other than inert fill or other 

disposal facility, to which inert materials are taken for the purpose 

of filling an excavation, shoring or other soil engineering operation. 

G. Inert Fill: A facility that can legally accept inert waste, such as 

asphalt and concrete exclusively for the purpose of disposal. 

H. Inert Solids/Inert Waste: Non-liquid solid resources including, but not 

limited to, soil and concrete that does not contain hazardous waste or 

soluble pollutants at concentrations in excess of water-quality 

objectives established by a regional water board, and does not contain 

significant quantities of decomposable solid resources. 

I. Mixed Debris: Loads that include commingled recyclable and non-

recyclable materials generated at the construction site. 
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J. Mixed Debris Recycling Facility: A solid resource processing facility 

that accepts loads of mixed construction and demolition debris for the 

purpose of recovering re-usable and recyclable materials and disposing 

non-recyclable materials. 

K. Permitted Waste Hauler: A company that holds a valid permit to collect 

and transport solid wastes from individuals or businesses for the 

purpose of recycling or disposal. 

L. Recycling: The process of sorting, cleansing, treating, and 

reconstituting materials for the purpose of using the altered form in 

the manufacture of a new product. Recycling does not include burning, 

incinerating or thermally destroying solid waste. 

1. On-site Recycling – Materials that are sorted and processed on site 

for use in an altered state in the work, i.e. concrete crushed for 

use as a sub-base in paving. 

2. Off-site Recycling – Materials hauled to a location and used in an 

altered form in the manufacture of new products. 

M. Recycling Facility: An operation that can legally accept materials for 

the purpose of processing the materials into an altered form for the 

manufacture of new products. Depending on the types of materials 

accepted and operating procedures, a recycling facility may or may not 

be required to have a solid waste facilities permit or be regulated by 

the local enforcement agency. 

N. Reuse: Materials that are recovered for use in the same form, on-site 

or off-site. 

O. Return: To give back reusable items or unused products to vendors for 

credit. 

P. Salvage: To remove waste materials from the site for resale or re-use 

by a third party. 

Q. Source-Separated Materials: Materials that are sorted by type at the 

site for the purpose of reuse and recycling. 

R. Solid Waste:  Materials that have been designated as non-recyclable and 

are discarded for the purposes of disposal. 

S. Transfer Station: A facility that can legally accept solid waste for 

the purpose of temporarily storing the materials for re-loading onto 

other trucks and transporting them to a landfill for disposal, or 

recovering some materials for re-use or recycling. 
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1.5 SUBMITTALS  

A. In accordance with Section 01 33 23, SHOP DRAWINGS, PRODUCT DATA, and 

SAMPLES, furnish the following: 

B. Prepare and submit to the COR a written demolition debris management 

plan. The plan shall include, but not be limited to, the following 

information: 

1. Procedures to be used for debris management. 

2. Techniques to be used to minimize waste generation. 

3. Analysis of the estimated job site waste to be generated: 

a. List of each material and quantity to be salvaged, reused, 

recycled. 

b. List of each material and quantity proposed to be taken to a 

landfill. 

4. Detailed description of the Means/Methods to be used for material 

handling.  

a. On site: Material separation, storage, protection where 

applicable. 

b. Off site: Transportation means and destination. Include list of 

materials. 

1) Description of materials to be site-separated and self-hauled 

to designated facilities. 

2) Description of mixed materials to be collected by designated 

waste haulers and removed from the site. 

c. The names and locations of mixed debris reuse and recycling 

facilities or sites. 

d. The names and locations of trash disposal landfill facilities or 

sites. 

e. Documentation that the facilities or sites are approved to 

receive the materials. 

C. Designated Manager responsible for instructing personnel, supervising, 

documenting and administer over meetings relevant to the Waste 

Management Plan. 

D. Monthly summary of construction and demolition debris diversion and 

disposal, quantifying all materials generated at the work site and 

disposed of or diverted from disposal through recycling. 
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1.6 APPLICABLE PUBLICATIONS 

Publications listed below form a part of this specification to the extent 

referenced. Publications are referenced by the basic designation only. In 

the event that criteria requirements conflict, the most stringent 

requirements shall be met. 

A. U.S. Green Building Council (USGBC): 

LEED Green Building Rating System for New Construction 

 

1.7 RECORDS 

 Maintain records to document the quantity of waste generated; the quantity 

of waste diverted through sale, reuse, or recycling; and the quantity of 

waste disposed by landfill or incineration. Records shall be kept in 

accordance with the LEED Reference Guide and LEED Template.  

 

PART 2 - PRODUCTS  

2.1 MATERIALS 

A. List of each material and quantity to be salvaged, recycled, reused. 

B. List of each material and quantity proposed to be taken to a landfill. 

C. Material tracking data:  Receiving parties, dates removed, 

transportation costs, weight tickets, tipping fees, manifests, 

invoices, net total costs or savings. 

 

PART 3 - EXECUTION 

3.1 COLLECTION 

A. Provide all necessary containers, bins and storage areas to facilitate 

effective waste management. 

B. Clearly identify containers, bins and storage areas so that recyclable 

materials are separated from trash and can be transported to respective 

recycling facility for processing. 

C. Hazardous wastes shall be separated, stored, disposed of according to 

local, state, federal regulations. 

 

3.2 DISPOSAL  

A. Contractor shall be responsible for transporting and disposing of 

materials that cannot be delivered to a source-separated or mixed 
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materials recycling facility to a transfer station or disposal facility 

that can accept the materials in accordance with state and federal 

regulations. 

B. Construction or demolition materials with no practical reuse or that 

cannot be salvaged or recycled shall be disposed of at a landfill or 

incinerator. 

 

3.3 REPORT  

A. With each application for progress payment, submit a summary of 

construction and demolition debris diversion and disposal including 

beginning and ending dates of period covered. 

B. Quantify all materials diverted from landfill disposal through salvage 

or recycling during the period with the receiving parties, dates 

removed, transportation costs, weight tickets, manifests, invoices. 

Include the net total costs or savings for each salvaged or recycled 

material. 

C. Quantify all materials disposed of during the period with the receiving 

parties, dates removed, transportation costs, weight tickets, tipping 

fees, manifests, invoices. Include the net total costs for each 

disposal. 

 

- - - E N D - - - 
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SECTION 31 20 11 

EARTH MOVING (SHORT FORM) 

PART 1 - GENERAL 

1.1 DESCRIPTION: 

 This section specifies the requirements for furnishing all equipment, 

materials, labor and techniques for earthwork including excavation, fill, 

backfill, and site restoration utilizing fertilizer, seed and/or sod. 

 

1.2 DEFINITIONS: 

A. Unsuitable Materials: 

1. Fills: Topsoil, frozen materials; construction materials and 

materials subject to decomposition; clods of clay and stones larger 

than 75 mm (3 inches); organic materials, including silts, which are 

unstable; and inorganic materials, including silts, too wet to be 

stable. 

2. Existing Subgrade (except footings): Same materials as above 

paragraph, that are not capable of direct support of slabs, 

pavement, and similar items, with the possible exception of 

improvement by compaction, proof-rolling, or similar methods of 

improvement. 

B. Earthwork: Earthwork operations required within the new construction 

area. It also includes earthwork required for auxiliary structures and 

buildings and sewer and other trench work throughout the job site. 

C. Degree of Compaction: Degree of compaction is expressed as a percentage 

of maximum density obtained by the test procedure presented in ASTM 

D1557. 

 D. The term fill means fill or backfill as appropriate. 

 

1.3 RELATED WORK: 

A. Materials testing and inspection during construction: Section 01 45 29, 

TESTING LABORATORY SERVICES. 

B. Safety Requirements: Section 00 72 00, GENERAL CONDITIONS, Article, 

ACCIDENT PREVENTION. 

C. Protection of existing utilities, fire protection services, existing 

equipment, roads, and pavements: Section 01 00 00, GENERAL 

REQUIREMENTS. 
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D. Subsurface Investigation: Section 01 00 00, GENERAL REQUIREMENTS, 

Article, PHYSICAL DATA. 

 

1.4 CLASSIFICATION OF EXCAVATION: 

Unclassified Excavation: Removal and disposal of pavements and other man-

made obstructions visible on the surface; utilities, and other items 

including underground structures indicated to be demolished and removed; 

together with any type of materials regardless of character of material 

and obstructions encountered. 

 

PART 2 - PRODUCTS 

2.1 MATERIALS: 

A. Fills: Materials approved from on site and off site sources having a 

minimum dry density of 110 pcf, a maximum Plasticity Index of 6, and a 

maximum Liquid Limit of 30. 

B. Mulch: 3 1/2” Franklin Red (or equivalent) Crusher Fines Gravel Mulch 

to match existing mulch coloring. Franklin Red mulch is available from 

Cemex Materials, 1 McKelligon Canyon Road, El Paso, TX  79932 (915) 

565-4861. 

 

PART 3 - EXECUTION 

3.1 SITE PREPARATION: 

A. Clearing: Clearing within the limits of earthwork operations as 

described or designated by the COR. Work includes removal of debris, 

trash and any other obstructions. Remove materials from the Cemetery 

Property. 

B. Removal of Franklin Red mulch: Unless otherwise indicated on the 

drawings, the limits of earthwork operations shall extend anywhere the 

existing grade is filled or cut or where construction operations have 

compacted or otherwise disturbed the existing grade.  Remove as much of 

the existing Franklin Red Crusher Fines Gravel Mulch as practicable and 

stockpile and protect on cemetery property as directed by the COR.  

Prevent the introduction of foreign material, such as weeds, roots, 

stones, subsoil, frozen clods, and similar foreign materials, from the 

mulch as it is stockpiled. 
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C. Removal of native soils:  Unless otherwise indicated on the drawings, 

the limits of earthwork operations shall extend anywhere the existing 

grade is filled or cut or where construction operations have compacted 

or otherwise disturbed the existing grade. Remove the native soils as 

indicated on the contract drawings and stockpile on cemetery property 

as directed by the COR.   

D. Disposal: All materials removed from the property shall be disposed of 

at a legally approved site, for the specific materials, and all 

removals shall be in accordance with all applicable Federal, State and 

local regulations. No burning of materials is permitted onsite.  

 

3.2 EXCAVATION: 

A. Excavation Drainage: Operate pumping equipment, and/or provide other 

materials, means and equipment as required, to keep excavations free of 

water and subgrades dry, firm, and undisturbed until approval of 

permanent work has been received from COR.  Approval by the COR is also 

required before placement of the permanent work on all subgrades.  

Replace disturbed subgrade in trenches by mechanically tamped sand or 

gravel.  

B. Site Earthwork: Excavation shall be accomplished as required by 

drawings and specifications. Remove subgrade materials, that are 

determined by the COR as unsuitable, and replace with acceptable 

material.  If there is a question as to whether material is unsuitable 

or not, the Contractor shall obtain samples of the material, under the 

direction of the COR, and the materials shall be examined by an 

independent testing laboratory for soil classification to determine 

whether it is unsuitable or not.  When unsuitable material is 

encountered and removed, the contract price and time will be adjusted 

in accordance with Articles, DIFFERING SITE CONDITIONS, CHANGES and 

CHANGES-SUPPLEMENT of the GENERAL CONDITIONS as applicable. Adjustments 

to be based on yardage in cut section only. 

C. Finished elevation of subgrade shall be as follows: 

1. Pavement Areas - bottom of the pavement or base course as 

applicable. 

 



Fort Bliss National Cemetery 
Asphalt Paving of Storage Yard 

Project # 886-13-105 
VA786A-13-Q-0036 

 
 
3.3 FILLING AND BACKFILLING: 

A. General: Do not fill or backfill until all debris, unsatisfactory soil 

materials, obstructions, and deleterious materials have been removed 

from the excavation. Proof-roll exposed subgrades with a fully loaded 

dump truck. Use excavated materials or borrow for fill and backfill, as 

applicable. Do not use unsuitable excavated materials. Do not backfill 

until foundation walls have been completed above grade and adequately 

braced, waterproofing or dampproofing applied, and pipes coming in 

contact with backfill have been installed, and inspected and approved 

by COR. 

B. Proof-rolling Existing Subgrade: Proof-roll with a fully loaded dump 

truck. Make a minimum of one pass in each direction. Remove unstable 

uncompactable material and replace with granular fill material 

completed to mix requirements specified. 

C. Placing: Place material in horizontal layers not exceeding 8 inches in 

loose depth and then compacted. Do not place material on surfaces that 

are muddy, frozen, or contain frost. 

D. Compaction: Use approved equipment (hand or mechanical) well suited to 

the type of material being compacted. Do not operate mechanized 

vibratory compaction equipment within 10 feet of new or existing 

building walls without the prior approval of the COR. Moisten or aerate 

material as necessary to provide the moisture content that will readily 

facilitate obtaining the specified compaction with the equipment used. 

Compact each layer until there is no evidence of further compaction. 

 

3.4 GRADING: 

A. General: Uniformly grade the areas within the limits of this section, 

including adjacent transition areas. Smooth the finished surface within 

specified tolerance. Provide uniform levels or slopes between points 

where elevations are indicated, or between such points and existing 

finished grades. Provide a smooth transition between abrupt changes in 

slope. 

B. Finish subgrade in a condition acceptable to the COR at least one day 

in advance of the paving operations. Maintain finished subgrade in a 

smooth and compacted condition until the succeeding operation has been 

accomplished. Scarify, compact, and grade the subgrade prior to further 
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construction when approved compacted subgrade is disturbed by 

contractor's subsequent operations or adverse weather. 

C. Grading for Paved Areas: Provide final grades for both subgrade and 

base course to +/- 0.25 inches of indicated grades. 

 

3.6 DISPOSAL OF UNSUITABLE AND EXCESS EXCAVATED MATERIAL: 

A. Disposal: Transport surplus satisfactory soil to designated storage 

areas on the Cemetery property. Stockpile or spread soil as directed by 

COR. 

1. Remove waste material, including unsatisfactory soil, trash, and 

debris, and legally dispose of it off the Cemetery property. 

B. Place excess excavated materials suitable for fill and/or backfill on 

site where directed. 

C. Remove from site and dispose of any excess excavated materials after 

all fill and backfill operations have been completed. 

D. Segregate all excavated contaminated soil designated by the COR from 

all other excavated soils, and stockpile on site on two 6 mil 

polyethylene sheets with a polyethylene cover. A designated area shall 

be selected for this purpose. Dispose of excavated contaminated 

material in accordance with State and Local requirements. 

 

3.6 CLEAN-UP: 

 Upon completion of earthwork operations, clean areas within contract 

limits, remove tools, and equipment. Provide site clear, clean, free of 

debris, and suitable for subsequent construction operations. Remove 

debris, rubbish, and excess material from the Cemetery Property. 

 

- - - E N D - - - 
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SECTION 32 05 23 

CEMENT AND CONCRETE FOR EXTERIOR IMPROVEMENTS 

PART 1 - GENERAL  

1.1 DESCRIPTION 

A. This section shall cover site work concrete constructed upon the 

prepared subgrade and in conformance with the lines, grades, thickness, 

and cross sections shown. Construction shall include the following:  

B. Curb, gutter, and combination curb and gutter. 

C. Pedestrian Pavement: Walks, wheelchair curb ramps. 

 

1.2 RELATED WORK 

A. Laboratory and Field Testing Requirements: Section 01 45 29, TESTING 

LABORATORY SERVICES.  

B. Subgrade Preparation: Section 31 20 11, EARTH MOVING.  

C. Concrete Materials, Quality, Mixing, Design and Other Requirements: 

Section 03 30 53, CAST-IN-PLACE-CONCRETE.  

 

1.3 DESIGN REQUIREMENTS 

 Design all elements with the latest published version of applicable codes. 

 

1.4 WEATHER LIMITATIONS 

Placement of concrete shall be as specified under Article 3.8, COLD 

WEATHER and Article 3.7, HOT WEATHER of Section 03 30 53, CAST-IN-PLACE 

CONCRETE.  

 

1.5 APPLICABLE PUBLICATIONS 

A. The publications listed below form a part of this specification to the 

extent referenced. The publications are referenced in the text by the 

basic designation only. Refer to the latest edition of all referenced 

Standards and codes.  

B. American Association of State Highway and Transportation Officials 

(AASHTO):  

M31.....................Deformed and Plain Billet Steel Bars for 

Concrete Reinforcement (ASTM A615/A615M-96A) 

M55M/55M................Welded Steel Wire Fabric for Concrete 

Reinforcement (ASTM A185) 
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M147....................Materials for Aggregate and Soil-Aggregate 

Subbase, Base and Surface Courses (R 1996) 

M148....................Liquid Membrane-Forming Compounds for Curing 

Concrete (ASTM C309A) 

M171....................Sheet Materials for Curing Concrete (ASTM C171  

M182....................Burlap Cloth Made from Jute or Kenaf  

M213....................Preformed Expansion Joint Fillers for Concrete 

Paving and Structural Construction 

(Non-extruding and Resilient Bituminous Type) 

(ASTM D1751) 

T99.....................Moisture-Density Relations of Soils Using a 2.5 

kg. (5.5 lb) Rammer and a 305 mm (12 in.) Drop  

T180....................Moisture-Density Relations of Soils Using a 

4.54 kg (10 lb.) Rammer and a 457 mm (18 in.) 

Drop  

C. American Society for Testing and Materials (ASTM):  

C94/C94M................Ready-Mixed Concrete  

C143/C143M..............Slump of Hydraulic Cement Concrete 

 

PART 2 - PRODUCTS  

2.1 GENERAL 

 Concrete shall be Type C, air-entrained as specified in Section 03 30 

53, CAST-IN-PLACE CONCRETE, with the following exceptions: 

 

TYPE MAXIMUM SLUMP* 

Curb & Gutter 3"  

Pedestrian Pavement 3"  

Vehicular Pavement 2" (Machine Finished)  

4" (Hand Finished) 

Equipment Pad 3" to 4"  

* For concrete to be vibrated: Slump as determined by ASTM C143. 

Tolerances as established by ASTM C94. 

 

2.2 REINFORCEMENT 

A. The type, amount, and locations of steel reinforcement shall be as 

shown on the drawings and in the specifications.  

B. Welded wire-fabric shall conform to AASHTO M55.  
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C. Dowels shall be plain steel bars conforming to AASHTO M31 or M42. Tie 

bars shall be deformed steel bars conforming to AASHTO M31 or M42.  

 

2.3 FORMS 

A. Use metal or wood forms that are straight and suitable in 

cross-section, depth, and strength to resist springing during 

depositing and consolidating the concrete, for the work involved.  

B. Do not use forms if they vary from a straight line more than 1/8 inch 

in any ten foot long section, in either a horizontal or vertical 

direction.  

C. Wood forms should be at least 2 inches thick (nominal). Wood forms 

shall also be free from warp, twist, loose knots, splits, or other 

defects. Use approved flexible or curved forms for forming radii.  

 

2.4 CONCRETE CURING MATERIALS 

A. Concrete curing materials shall conform to one of the following:  

1. Burlap conforming to AASHTO M182 having a weight of seven ounces or 

more per square yard when dry.  

2. Impervious Sheeting conforming to AASHTO M171.  

3. Liquid Membrane Curing Compound conforming to AASHTO M148 (ASTM 

C309), Type 1 and shall be free of paraffin or petroleum.  

 

2.5 EXPANSION JOINT FILLERS 

 Material shall conform to AASHTO M213.  

 

PART 3 - EXECUTION  

3.1 SUBGRADE PENETRATION 

A. Prepare, construct, and finish the subgrade as specified in Section 31 

20 11, EARTH MOVING. 

B. Maintain the subgrade in a smooth, compacted condition, in conformance 

with the required section and established grade until the succeeding 

operation has been accomplished. 

 

3.2 SETTING FORMS 

A. Base Support:  
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1. Compact the base material under the forms true to grade so that, 

when set, they will be uniformly supported for their entire length 

at the grade as shown.  

2. Correct imperfections or variations in the base material grade by 

cutting or filling and compacting.  

B. Form Setting:  

1. Set forms sufficiently in advance of the placing of the concrete to 

permit the performance and approval of all operations required with 

and adjacent to the form lines.  

2. Set forms to true line and grade and use stakes, clamps, spreaders, 

and braces to hold them rigidly in place so that the forms and 

joints are free from play or movement in any direction.  

3. Forms shall conform to line and grade with an allowable tolerance of 

1/8 inch when checked with a straightedge and shall not deviate from 

true line by more than 1/4 inch at any point.  

4. Do not remove forms until removal will not result in damaged 

concrete or at such time to facilitate finishing.  

5. Clean and oil forms each time they are used.  

C. The Contractor’s Registered Professional Land Surveyor, specified in 

Section 00 72 00, GENERAL CONDITIONS, shall establish and control the 

alignment and the grade elevations of the forms or concrete slipforming 

machine operations.  

1. Make necessary corrections to forms immediately before placing 

concrete.  

2. When any form has been disturbed or any subgrade or subbase has 

become unstable, reset and recheck the form before placing concrete.  

 

3.3 EQUIPMENT 

A. The COTR shall approve equipment and tools necessary for handling 

materials and performing all parts of the work prior to commencement of 

work.  

B. Maintain equipment and tools in satisfactory working condition at all 

times.  
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3.4 PLACING REINFORCEMENT 

A. Reinforcement shall be free from dirt, oil, rust, scale or other 

substances that prevent the bonding of the concrete to the 

reinforcement.  

B. Before the concrete is placed, the COTR shall approve the 

reinforcement, which shall be accurately and securely fastened in place 

with suitable supports and ties. The type, amount, and position of the 

reinforcement shall be as shown.  

 

3.5 PLACING CONCRETE - GENERAL 

A. Obtain approval of the COTR before placing concrete.  

B. Remove debris and other foreign material from between the forms before 

placing concrete. Obtain approval of the COTR before placing concrete. 

 

C. Before the concrete is placed, uniformly moisten the subgrade, base, or 

subbase appropriately, avoiding puddles of water.  

D. Convey concrete from mixer to final place of deposit by a method which 

will prevent segregation or loss of ingredients. Deposit concrete so 

that it requires as little handling as possible.  

E. While being placed, spade or vibrate and compact the concrete with 

suitable tools to prevent the formation of voids or honeycomb pockets. 

Vibrate concrete well against forms and along joints. Over-vibration or 

manipulation causing segregation will not be permitted. Place concrete 

continuously between joints without bulkheads.  

F. Install a construction joint whenever the placing of concrete is 

suspended for more than 30 minutes and at the end of each day's work.  

G. Workmen or construction equipment coated with foreign material shall 

not be permitted to walk or operate in the concrete during placement 

and finishing operations.  

 

3.6 PLACING CONCRETE FOR CURB AND GUTTER, PEDESTRIAN PAVEMENT, AND EQUIPMENT 

PADS  

A. Place concrete in the forms in one layer of such thickness that, when 

compacted and finished, it will conform to the cross section as shown.  
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B. Deposit concrete as near to joints as possible without disturbing them 

but do not dump onto a joint assembly.  

C. After the concrete has been placed in the forms, use a strike-off 

guided by the side forms to bring the surface to the proper section to 

be compacted.  

D. Consolidate the concrete thoroughly by tamping and spading, or with 

approved mechanical finishing equipment.  

E. Finish the surface to grade with a wood or metal float.  

F. All Concrete pads and pavements shall be constructed with sufficient 

slope to drain properly. 

 

3.7 PLACING CONCRETE FOR CURB AND GUTTER, PEDESTRIAN PAVEMENT, AND EQUIPMENT 

PADS  

A. Deposit concrete into the forms as close as possible to its final 

position.  

B. Place concrete rapidly and continuously between construction joints.  

C. Strike off concrete and thoroughly consolidate by a finishing machine, 

vibrating screed, or by hand finishing.  

D. Finish the surface to the elevation and crown as shown.  

E. Deposit concrete as near the joints as possible without disturbing them 

but do not dump onto a joint assembly.  

 

3.8 CONCRETE FINISHING - GENERAL 

A. The sequence of operations, unless otherwise indicated, shall be as 

follows:  

1. Consolidating, floating, straight-edging, troweling, texturing, and 

edging of joints.  

2. Maintain finishing equipment and tools in a clean and approved 

condition. 

 

3.9 CONCRETE FINISHING, CURB AND GUTTER 

A. Round the edges of the gutter and top of the curb with an edging tool 

to a radius of 1/4 inch or as otherwise detailed.  

B. Float the surfaces and finish with a smooth wood or metal float until 

true to grade and section and uniform in textures.  

C. Finish the surfaces, while still wet, with a bristle type brush with 

longitudinal strokes.  
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D. Immediately after removing the front curb form, rub the face of the 

curb with a wood or concrete rubbing block and water until blemishes, 

form marks, and tool marks have been removed. Brush the surface, while 

still wet, in the same manner as the gutter and curb top.  

E. Except at grade changes or curves, finished surfaces shall not vary 

more than 1/8 inch for gutter and 1/4 inch for top and face of curb, 

when tested with a 10 foot straightedge.  

F. Remove and reconstruct irregularities exceeding the above for the full 

length between regularly scheduled joints.  

G. Correct any depressions which will not drain.  

H. Visible surfaces and edges of finished curb, gutter, and combination 

curb and gutter shall be free of blemishes, form marks, and tool marks, 

and shall be uniform in color, shape, and appearance.  

 

3.10 CONCRETE FINISHING PEDESTRIAN PAVEMENT 

A. Walks, Wheelchair Curb Ramps:  

1. Finish the surfaces to grade and cross section with a metal float, 

trowled smooth and finished with a broom moistened with clear water.  

2. Brooming shall be transverse to the line of traffic.  

3. Finish all slab edges, including those at formed joints, carefully 

with an edger having a radius as shown on the Drawings.  

4. Unless otherwise indicated, edge the transverse joints before 

brooming. The brooming shall eliminate the flat surface left by the 

surface face of the edger. Execute the brooming so that the 

corrugation, thus produced, will be uniform in appearance and not 

more than 1/16 inch in depth.  

5. The completed surface shall be uniform in color and free of surface 

blemishes, form marks, and tool marks. The finished surface of the 

pavement shall not vary more than 3/16 inch when tested with a 10 

foot straightedge.  

6. The thickness of the pavement shall not vary more than 1/4 inch.  

7. Remove and reconstruct irregularities exceeding the above for the 

full length between regularly scheduled joints. 
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3.11 JOINTS - GENERAL 

A. Place joints, where shown, conforming to the details as shown, and 

perpendicular to the finished grade of the concrete surface.  

B. Joints shall be straight and continuous from edge to edge of the 

pavement.  

 

3.12 CONTRACTION JOINTS 

A. Cut joints to depth as shown with a grooving tool or jointer of a 

radius as shown or by sawing with a blade producing the required width 

and depth.  

B. Construct joints in curbs and gutters by inserting 1/8 inch steel 

plates conforming to the cross sections of the curb and gutter.  

C. Plates shall remain in place until concrete has set sufficiently to 

hold its shape and shall then be removed.  

D. Finish edges of all joints with an edging tool having the radius as 

shown.  

E. Score pedestrian pavement with a standard grooving tool or jointer.  

 

3.13 EXPANSION JOINTS 

A. Use a preformed expansion joint filler material of the thickness as 

shown to form expansion joints.  

B. Material shall extend the full depth of concrete, cut and shaped to the 

cross section as shown, except that top edges of joint filler shall be 

below the finished concrete surface where shown to allow for sealing.  

C. Anchor with approved devices to prevent displacing during placing and 

finishing operations.  

D. Round the edges of joints with an edging tool.  

E. Form expansion joints as follows: 

1. Without dowels, about structures and features that project through, 

into, or against any site work concrete construction. 

2. Using joint filler of the type, thickness, and width as shown. 

3. Installed in such a manner as to form a complete, uniform separation 

between the structure and the site work concrete item.  
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3.14 CONSTRUCTION JOINTS 

A. Place transverse construction joints of the type shown, where indicated 

and whenever the placing of concrete is suspended for more than 30 

minutes.  

B. Use a butt-type joint with dowels in curb and gutter if the joint 

occurs at the location of a planned joint.  

C. Use keyed joints with tiebars if the joint occurs in the middle third 

of the normal curb and gutter joint interval.  

 

3.15 FORM REMOVAL 

A. Forms shall remain in place at least 12 hours after the concrete has 

been placed. Remove forms without injuring the concrete.  

B. Do not use bars or heavy tools against the concrete in removing the 

forms. Promptly repair any concrete found defective after form removal.  

 

3.16 CURING OF CONCRETE 

A. Cure concrete by one of the following methods appropriate to the 

weather conditions and local construction practices, against loss of 

moisture, and rapid temperature changes for at least seven days from 

the beginning of the curing operation. Protect unhardened concrete from 

rain and flowing water. All equipment needed for adequate curing and 

protection of the concrete shall be on hand and ready to install before 

actual concrete placement begins. Provide protection as necessary to 

prevent cracking of the pavement due to temperature changes during the 

curing period. If any selected method of curing does not afford the 

proper curing and protection against concrete cracking, remove and 

replace the damaged pavement and employ another method of curing as 

directed by the COTR.  

B. Burlap Mat: Provide a minimum of two layers kept saturated with water 

for the curing period. Mats shall overlap each other at least 6 inches.  

C. Impervious Sheeting: Use waterproof paper, polyethylene-coated burlap, 

or polyethylene sheeting. Polyethylene shall be at lease 4 mils in 

thickness. Wet the entire exposed concrete surface with a fine spray of 

water and then cover with the sheeting material. Sheets shall overlap 

each other at least 12 inches. Securely anchor sheeting.  
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D. Liquid Membrane Curing:  

1. Apply pigmented membrane-forming curing compound in two coats at 

right angles to each other at a rate of 200 square feet per gallon 

for both coats.  

2. Do not allow the concrete to dry before the application of the 

membrane.  

3. Cure joints designated to be sealed by inserting moistened paper or 

fiber rope or covering with waterproof paper prior to application of 

the curing compound, in a manner to prevent the curing compound 

entering the joint.  

4. Immediately re-spray any area covered with curing compound and 

damaged during the curing period.  

 

3.17 CLEANING 

A. After completion of the curing period:  

1. Remove the curing material (other than liquid membrane). 

2. Sweep the concrete clean. 

3. After removal of all foreign matter from the joints, seal joints as 

herein specified.  

4. Clean the entire concrete of all debris and construction equipment 

as soon as curing and sealing of joints has been completed.  

 

3.18 PROTECTION 

The contractor shall protect the concrete against all damage prior to 

final acceptance by the Government. Remove concrete containing excessive 

cracking, fractures, spalling, or other defects and reconstruct the entire 

section between regularly scheduled joints, when directed by the COTR, and 

at no additional cost to the Government. Exclude traffic from vehicular 

pavement until the concrete is at least seven days old, or for a longer 

period of time if so directed by the COTR.  

 

3.19 FINAL CLEAN-UP 

Remove all debris, rubbish and excess material from the Station.  

 

- - - E N D - - - 
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SECTION 32 12 16 

ASPHALT PAVING 

PART 1 - GENERAL  

1.1 DESCRIPTION 

This work shall cover the composition, mixing, construction upon the 

prepared subgrade, and the protection of hot asphalt concrete pavement. 

The hot asphalt concrete pavement shall consist of an aggregate or asphalt 

base course and asphalt surface course constructed in conformity with the 

lines, grades, thickness, and cross sections as shown. Each course shall 

be constructed to the depth, section, or elevation required by the 

drawings and shall be rolled, finished, and approved before the placement 

of the next course.  

 

1.2 RELATED WORK 

A. Laboratory and field testing requirements: Section 01 45 29, TESTING 

LABORATORY SERVICES.  

B. Subgrade Preparation: Paragraph 3.3 and Section 31 20 11, EARTH MOVING.  

 

1.3 INSPECTION OF PLANT AND EQUIPMENT 

The COR shall have access at all times to all parts of the material 

producing plants for checking the mixing operations and materials and the 

adequacy of the equipment in use. 

 

1.4 ALIGNMENT AND GRADE CONTROL 

   The Contractor’s Registered Professional Land Surveyor shall establish and 

control the pavement (aggregate or asphalt base course and asphalt surface 

course) alignments, grades, elevations, and cross sections as shown on the 

Drawings. Where no new grading or elevations are shown on drawings, 

contractor is to layout and construct all new work to match existing 

grading and elevations and to ensure full and complete pavement drainage 

with no evidence of ponding or bird bath areas in finished pavement work. 

 

1.5 SUBMITTALS 

In accordance with Section 01 33 23, SHOP DRAWINGS, PRODUCT DATA, AND 

SAMPLES, furnish the following:  

A. Data and Test Reports: 
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1. Aggregate Base Course: Sources, gradation, liquid limit, plasticity 

index, percentage of wear, and other tests required by Texas State 

Department of Transportation (TXDOT). 

2. Asphalt Base/Surface Course: Aggregate source, gradation, soundness 

loss, percentage of wear, and other tests required by TXDOT. 

3. Job-mix formula. 

B. Certifications: 

1. Asphalt prime and tack coat material certificate of conformance to 

TXDOT requirements. 

2. Asphalt cement certificate of conformance to TXDOT requirements. 

3. Job-mix certification - Submit plant mix certification that mix 

equals or exceeds the Missouri State Highway Specification. 

C. One copy of TXDOT Specifications. 

D. Provide MSDS (Material Safety Data Sheets) for all chemicals used on 

ground. 

 

PART 2 - PRODUCTS  

2.1 GENERAL 

A. Aggregate base and asphalt concrete materials shall conform to the 

requirements of the following and other appropriate sections of the 

latest version of the TXDOT Material Specifications, including 

amendments, addenda and errata. Where the term "Engineer" or 

"Commission" is referenced in the Texas State Highway Specifications, 

it shall mean the VA Contracting Officer or VA COR.  

 

2.2 AGGREGATES 

A. Provide aggregates consisting of crushed stone, gravel, sand, or other 

sound, durable mineral materials processed and blended, and naturally 

combined. 

B. Subbase aggregate (where required) maximum size: 1-1/2". 

C. Base aggregate maximum size: 

1. Base course over 6" thick: 1-1/2"; 

2. Other base courses: 3/4". 

D. Asphaltic base course: 

1. Maximum particle size not to exceed 1”. 
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2. Where conflicts arise between this specification and the 

requirements in the latest version of the TXDOT Specifications, the 

TXDOT Specifications shall control. 

E. Aggregates for asphaltic concrete paving: Provide a mixture of sand, 

mineral aggregate, and liquid asphalt mixed in such proportions that 

the percentage by weight will be within: 

 

 

 

 

 

Sieve Sizes Percentage Passing 

3/4" 100 

3/8" 67 to 85 

1/4" 50 to 65 

No. 8 mesh 37 to 50 

No. 30 mesh 15 to 25 

No. 200 mesh 3 to 8 

 

 plus 50/60 penetration liquid asphalt at 5 percent to 6-1/2 percent of 

the combined dry aggregates. 

 

2.3 ASPHALTS 

A. Comply with provisions of Asphalt Institute Specification SS2: 

1. Asphalt cement: Penetration grade 50/60 

2. Prime coat:  Cut-back type, grade MC-250 

3. Tack coat:  Uniformly emulsified, grade SS-1H 

 

2.4 SEALER 

A. Provide a sealer consisting of suitable fibrated chemical type asphalt 

base binders and fillers having a container consistency suitable for 

troweling after thorough stirring, and containing no clay or other 

deleterious substance. 

B. Where conflicts arise between this specification and the requirements 

in the latest version of the TXDOT Specifications, the State 

Specifications shall control. 
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PART 3 - EXECUTION  

3.1 GENERAL 

 The Asphalt Concrete Paving equipment, weather limitations, job-mix 

formula, mixing, construction methods, compaction, finishing, 

tolerance, and protection shall conform to the requirements of the 

appropriate sections of the TXDOT Specifications for the type of 

material specified.  

 

3.2 MIXING ASPHALTIC CONCRETE MATERIALS 

A. Provide hot plant-mixed asphaltic concrete paving materials. 

1. Temperature leaving the plant: 290 degrees F minimum, 320 degrees F 

maximum. 

2. Temperature at time of placing: 280 degrees F minimum. 

 

3.3 SUBGRADE 

A. Shape to line and grade and compact with self-propelled rollers. 

B. All depressions that develop under rolling shall be filled with 

acceptable material and the area re-rolled. 

C. Soft areas shall be removed and filled with acceptable materials and 

the area re-rolled. 

D. Should the subgrade become rutted or displaced prior to the placing of 

the subbase, it shall be reworked to bring to line and grade. 

E. Proof-roll the subgrade with maximum 50 ton gross weight dump truck as 

directed by the COR or Contracting Officer.  If pumping, pushing, or 

other movement is observed, rework the area to provide a stable and 

compacted subgrade. 

 

3.4 BASE COURSES 

A. Subbase 

1. Spread and compact to the thickness shown on the drawings. 

2. Rolling shall begin at the sides and continue toward the center and 

shall continue until there is no movement ahead of the roller. 

3. After completion of the subbase rolling there shall be no hauling 

over the subbase other than the delivery of material for the top 

course. 
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B. Base 

1. Spread and compact to the thickness shown on the drawings. 

2. Rolling shall begin at the sides and continue toward the center and 

shall continue until there is no movement ahead of the roller. 

3. After completion of the base rolling there shall be no hauling over 

the base other than the delivery of material for the top course. 

C. Thickness tolerance: Provide the compacted thicknesses shown on the 

Drawings within a tolerance of minus 0.0" to plus 0.5". 

D. Smoothness tolerance: Provide the lines and grades shown on the 

Drawings within a tolerance of 3/16 inch in ten feet. 

E. Moisture content: Use only the amount of moisture needed to achieve the 

specified compaction. 

 

3.5 PLACEMENT OF ASPHALTIC CONCRETE PAVING 

A. Remove all loose materials from the compacted base. 

B. Apply the specified prime coat, and tack coat where required, and allow 

to dry in accordance with the manufacturer’s recommendations as 

approved by the Engineer. 

C. Receipt of asphaltic concrete materials: 

1. Do not accept material unless it is covered with a tarpaulin until 

unloaded, and unless the material has a temperature of not less than 

280 degrees F. 

2. Do not commence placement of asphaltic concrete materials when the 

atmospheric temperature is below 50 degrees F, not during fog, rain, 

or other unsuitable conditions. 

D. Spreading: 

1. Spread material in a manner that requires the least handling. 

2. Where thickness of finished paving will be 3" or less, spread in one 

layer. 

E. Rolling: 

1. After the material has been spread to the proper depth, roll until 

the surface is hard, smooth, unyielding, and true to the thickness 

and elevations shown own the drawings. 

2. Roll in at least two directions until no roller marks are visible. 

3. Finished paving smoothness tolerance: 

a. No depressions which will retain standing water. 
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b. No deviation greater than 1/8" in six feet. 

 

3.6 PROTECTION 

Protect the asphaltic concrete paved areas from traffic until the sealer 

is set and cured and does not pick up under foot or wheeled traffic. 

 

3.7 FINAL CLEAN-UP 

Remove all debris, rubbish, and excess material from the work area. 

 

- - - E N D - - - 

 


